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HVAC

CheCking subCooling for A/C & heAt pumps

CheCking superheAt for A/C & heAt pumps
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CHV025 - 10-19-11

1   Converted Temp from High Side Pressure  .  .  .120° .
2   Data Plate Subcool . . .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . -15°

3   Desired High Side Temp  . .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .105° .
4   Measured High Side Temp . .  .  .  .  .  .  .  .  .  .  .  .  .  .  .110°

Add .refrigerant .to .reduce .measured .high .side .temperature .
to .+/-3° .of .desired .high .side .temperature

Example
Your

Reading

1   Data Plate Superheat  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . . .10° .
2   Converted Temp from Low Pressure Side .  .  .  .  .34°

3   Measured Low Side Temp  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .54° .
4   System Superheat . .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  .  . . .20°

Add .refrigerant .to .reduce .system .superheat . .
to .within .+/-5° .of .data .plate .superheat

Example
Your

Reading


